Cert NO.6GYJ17.1166X
This is to certify that the product

Coriolis Flowmeter Sensor

manufactured by Heinrichs Messtechnik GmbH
(Address:Robert-Perthel-Strasse 9, 50739 Cologne, Germany)

which model is TM/TME/TMU/TMR Series

Ex marking Ex iallC T2~T6 Ga/Gb

product standard /

TM-ATEX-009/010; TMR-ATEX-001/003/004/005;
TMU-ATEX-01/02/04/05/09/10/14/15/16/17

drawing number

has been inspected and certified by NEPSI, and that it conforms
to GB 3836.1-2010,GB 3836.4-2010,GB 3836.20-2010

This Approval shall remain in force until  2022.06.14

Remarks 1.Conditions for safe use are specified in the attachment(s) to this certificate.
2.Symbol "X" placed after the certification number denotes specific conditions of use,
which are specified in the attachment(s) to this certificate.
3.Model designation is specified in the attachment(s) to this certificate.
4.Intrinsic safety parameters specified in the attachment(s) to this certificate.




B 1® & & i
=
i 2: GYJ17.1166X

Bl Heinrichs Messtechnik GmbH HER =5
(Hbtik:  Robert-Perthel-Strasse 9, 50739 Cologne, Germany)

# R REREIHERSE
B S M E TMTME/TMU/TMRZ %

BF 1R ¥& ExiallC T2~T6 Ga/Gb
- I /

o TM-ATEX-009/010; TMR-ATEX-001/003/004/005;
TMU-ATEX-01/02/04/05/09/10/14/15/16/17

ZEERBEAXNHNFEFENRAIALE, il L2 =&
& GB 3836.1-2010. GB 3836.4-2010. GB 3836.20-2010 #x Jf,
%W % I E . i
KiEBAEXH: 2017&FE68150 F 2246814 H
& 5% 1 BREERTESTULAERME .

2 EBREFEE X KPS RAERSEAEREL, NERATHWE.

3. BIS AR AR WA UE B Mt .
4 ARBSSHAKIERMH.

FEBNH ST HHER—BOTREN.




	TM_NEPSI-GYJ17.1166X_Zertifikat-en.pdf
	TM_NEPSI-GYJ17.1166X_Zertifikat-ch.pdf

